
M
M

M

M

M

M

M

M

M

M

M
M

M

M

M

M

M
M

M

M

M

M

M

CH-1

DPS
DP

AI

TWO (2) HOT WATER
DIFFERENTIAL PRESSURE
SENSORS

TS

AI

TS

AIHOT WATER SUPPLY
TEMPERATURE

HOT WATER RETURN
TEMPERATURE

P-2

P-6

VFD

P-1

P-5

VFD

A
P

PRESSURE RELIEF VALVE

3/4" BLOW DOWN
WITH 3/4" HOSE
CONNECTION

CONDENSER

EVAPORATOR

CONDENSER

EVAPORATOR

CONDENSER

EVAPORATOR

TS

AI CHILLED WATER SUPPLY
TEMPERATURE

P-4

P-4

VFD

P-3

P-3

VFD

A
P

PRESSURE RELIEF VALVE

3/4" BLOW DOWN
WITH 3/4" HOSE
CONNECTION

TS

AI CHILLED WATER RETURN
TEMPERATURE

P-5 P-6

P-1

VFD

P-2

VFD

A
P

PRESSURE RELIEF VALVE

3/4" BLOW DOWN
WITH 3/4" HOSE

CONNECTION

TS

AI

GEO RETURN
TEMPERATURE

TS

AI

GEO SUPPLY
TEMPERATURE

GEOTHERMAL BORE FIELD

COMP. COMP. COMP. COMP. COMP. COMP.

DPS
DP

AI

DPS
DP

AI

TWO (2) CHILLED WATER
DIFFERENTIAL PRESSURE
SENSORS

AS-1

ET-1

AS-2

ET-2

AS-3

ET-3

WH-1

VLV

AO

DPS
DP

AI

AFTER WELLFIELD TESTING IS COMPLETED,
CLOSE VALVE AND REMOVE HANDLE. HANDLE
SHALL BE PROVIDED TO OWNER

TS

AITANK WATER
TEMPERATURE

ADDENDUM

7

ADDENDUM

7

C

AO
M
M
O
N
W

E
A
L TH O F

V

I
R
G
I
N

I

R

P

E
E

N

I
GNELANOI

S
S

E

F
O

R

07/15/2020

JASON P. FORSYTH

Lic. No. 038767

A
R

C
H

IT
E

C
T

S

3
2

0
0

 N
O

R
F

O
L

K
 S

T
R

E
E

T
, 

R
IC

H
M

O
N

D
, 

V
A

 2
3

2
3

0

P
H

O
N

E
 (

8
0
4

) 
7

9
4

-7
5

5
5

  
 F

A
X

 (
8

0
4

) 
3

5
5

-5
6

9
0

M
O

S
E

L
E

Y
.C

O
M

PROJECT NO: DATE:

1
2
/1

0
/2

0
2
0
 1

5
:2

2
:2

2

SYSTEM

SCHEMATICS

4
2
0
5
5
 G

O
U

R
L

E
Y

 T
R

A
N

S
IT

 D
R

IV
E

L
O

U
D

O
U

N
 C

O
U

N
T

Y
 J

U
V

E
N

IL
E

 D
E

T
E

N
T

IO
N

C
E

N
T

E
R

L
O

U
D

O
U

N
 C

O
U

N
T

Y
, V

IR
G

IN
IA

M6.1

481000 JULY 15, 2020

NO SCALE

HYDRONIC WATER SYSTEM SCHEMATIC

REVISIONS

DATE DESCRIPTION

12/11/20 ADDENDUM 7


	Sheets
	M6.1 - SYSTEM SCHEMATICS


